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GENERAL INFORMA liON

Date: August 27, 2007

Department: Acton Fire Department
Address: 371 Main Street

Acton, Massachusetts01720

Primary Contact: Robert C. Craig, Fire Chief

TelephoneNo.: (978)264-9645
Fax No.: (978)266-2885
Email: fire @ acton-ma.gov



SPACENEEDS ASSESSMENT
SquareFootage

1. Public

a.

b.

c.

d.

e.

Vestibule 100

1. Air-lock vestibule
2. Walk off mat

Lobby/ Reception/ Waiting 150

1. Accessto Firefighter’sareas
2. Maintainsecurityof facility, accesscontrol
3. Public Telephone/ HousePhone
4. Intercomanddoorbellto Firefighter’sareas
5. DisplayCaseI PosterCase
6. PamphletRack
7. Radiobox for fire / police / EMS response(exteriormounted)
8. Watercooler
9. Adjacentto PublicMeetingRoom

PublicRestrooms Two (2) @ 80 160

1. Publicuseby visitors andadjacentplayfield
2. Male andFemale,handicapaccessible

Public MeetingRoom 300

1. Seatingfor fifteen (15) attraining tablesandchairs
2. Projectionscreen
3. Lighting on dimmers,variedlighting levels
4. Designatedpublic polling location
5. Movabletablesandchairs

Training Aids Storage 100

1. Securedstorageof training aids,supplies,equipment,etc.
2. Adjacentto PublicMeetingRoom
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2. ApparatusBays

a. AnnaratusBays

b.

c.

d.

4.S00

1. Apparatusstoragebaysfor five (5) vehiclesrequired,14’ high doors,
drive-throughconfigurationpreferredatladdertruckbay

2. Apparatusto behousedincludeShift Commander,Engine,Ambulance,
105’ laddertruck, andboat

3. 120V. electricavailable@ eachbay
4. Vehicle exhaustcapturesystem,overhead,ateachapparatus
5. Floor drains centrallylocatedateachbay to tight tank
6. RadiospeakersI intercomsystemI pagingsystem
7. Compressedair availableat bays
8. IceMachine
9. Overheadwaterfill location atenginesandladdertrucklocations

1. Cleanair environmentfor SCBAcompressor
2. Bottle storageracks
3. 3-phaseelectricpower
4. Doubledooraccess
5. Locateadjacentto ApparatusBays

DecontaminationRoom 250

1. Delugeshowerandeyewashstation
2. Floor drain to tight tank
3. Containmentof bodily fluids
4. Cleaningof soiledequipmentaccordingto NFPA 1581 standards
5. Industrialsizedwasheranddryerfor gearuse
6. Directly ventedto exterior
7. Locatedirectly adjacenttoApparatusBays with exteriorentrylocation

Medical Suvnlv Storage 100

1. Shelvingfor medicalsupplies
2. Locateadjacentto ApparatusBays

SCBACompressorRoom 150



e. Q~neral_Storage 300

WorkbenchmaintenanceareawI vise,grinder,drill press
Sparepartsstorageshelving
Hoseracks
Emergencylighting
Portablepumps
Speedydry
Air compressor,tools andsupplies
Foamstorage
Cleaningsupplies
Protectiveclothing
FlammableI Hazardousmaterialsstoragelockersfor gas/ oils
Locateadjacentto ApparatusBays

f. GearStorageLockerArea 250

1. Protectivegearlockerstorage,twenty-five (25)lockersminimum
2. Ventilatedlockersto assistdrying
3. Lockerstorageareafor off-shift personnel,on-shiftgearstoragemovedto

apparatusfloor
4. Locateadjacentto ApparatusBays

I. Equipmentstoragefor radios,gear,scba,etc.
2. SAFEGRANTmaterialstorage
3. Locatedadjacentto Shift Commander’soffice

1.
2.
3.
4.
5.
6.
7.
8.
9.
10.
11.
12.

3. WatchRoom

a.

4. Shift

a.

b.

WatchRoom 150

1. Communicationsfor fire alarm,fire I EMS communicationsonly
2. Manualstorageshelving
3. Scarmer
4. Accesscontrolledatpoints ofentry
5. Locateadjacentto ApparatusBays

Commander

ShiftCommander 175

1. Workstationfor one(1), Captain
2. Visitor’s chairsfor two (2)
3. File storagecabinets,1 pershift, minimum
4. Bookshelving,manualstorageshelving
5. Locateadjacentto GeneralOffice,WatchRoom, Firefighter’sFunctions

StorageRoom 100
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5. GeneralOffice

a. GeneralOffice 350

1. Partitionedworkstationsfor three(3) total; two (2) E.M.T.’s andone(1)
Lieutenant

2. Bookshelving,manualstorageshelving
3. High speedcopymachine
4. Facsimilemachine
5. Networkedcomputerprinter
6. Storagecabinetsfor office supplies
7. Mailboxesforfire personnel;individual, lockableunits, twenty-five (25)

mimmum
8. Locateadjacentto Shift Commander,Firefighter’sfunctions

6. Firefighter’s Functions

1. Comfortablefurniture,“living room” setting
2. TV/DVD
3. Tableseatingfor ten (10)
4. Locateadjacentto Kitchen

MaleToilet I LockerRoom 350

1. Metal lockersfor temporaryuse,five (5) minimum
2. Lockersizes: 18” x 18” x 72” with bench
3. Shower,one(1) required,handicapaccessibledesign
4. Sink area
5. Toilet areawI stall andurinal
6. Robehooksatshowerlocation
7. Full heightminor
8. Locateadjacentto PhysicalFitnessRoomandApparatusBays

FemaleToilet / LockerRoom 350

1. Metal lockersfor temporaryuse,five (5)minimum
2. Lockersizes: 18” x 18” x 72” with bench
3. Shower,one(1) required,handicapaccessibledesign
4. Sink area
5. Toilet areaw/ stall
6. Robehooksat showerlocation
7. Full heightmirror
8. Locateadjacentto PhysicalFitnessRoomandApparatusBays

BreakRoom 450



Kitchen 275

1. Operationalkitchenfor firefighter’s useonly
2. Stove
3. Microwave
4. RefrigeratorI Freezer
5. DishwasherI Sanitizer
6. VendingMachines,two (2) minimum
7. Individual lockedstoragecabinetsfor eachshift (four (4) total)
8. Locateadjacentto BreakRoom,outsidegrill location

StudyArea I ReferenceLibrary 150

1. Firefighter’squietstudyarea
2. Bookshelving,libraryreferencearea
3. Computerworkstationsfor three(3) minimum
4. Locateadjacentto Firefighter’sFunctionsI CopyRoom

Rooms

Captain’sQuarters One(1) @ 100 100

1. Individual bunkroom with wardrobelocker,linen storage,bed,bedside
table

2. Wardrobelockers,four (4) minimum
3. Deskworkstationfor one(1)
4. Readinglampsandoverheadlighting
5. Twin sizemattress
6. Acousticseparationfrom adjoiningspaces
7. Radiocommunicationsandtonealerts
8. Locateadjacentto LockerRoomsandApparatusBays

Lieutenant’sOuarters One(1) @ 100 100

1. Individual bunkroomwith wardrobelocker,linen storage,bed,bedside
table

2. Wardrobelockers,four (4) minimum
3. Deskworkstationfor one(1)
4. Readinglampsandoverheadlighting
5. Twin sizemattress
6. Acousticseparationfrom adjoining spaces
7. Radiocommunicationsandtonealerts
8. Locateadjacentto LockerRoomsandApparatusBays

d.

e.

7. Bunk

a.

b.
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c. Firefighter’sBunk Rooms Four(4) @ 80 320

1. Individual bunkroomswith wardrobestorage,linen storage,bed,bedside
table

2. Wardrobelockers,four (4) minimumper room
3. Readinglampsandoverheadlighting
4. Twin sizemattresses
5. Acousticseparationfrom adjoiningspaces
6. Radio communicationsandtonealerts
7. Locateadjacentto LockerRoomsandApparatusBays

d. Dormitory Ouarters Two (2) @ 80 160

1. Individual bunkroomswith wardrobestorage,linen storage,bed,bedside
table

2. Wardrobelockers,four (4) minimumperroom
3. Readinglampsandoverheadlighting
4. Twin sizemattresses,bunkedconfiguration
5. Acousticseparationfrom adjoiningspaces
6. Radiocommunicationsandtonealerts
7. Locateadjacentto LockerRoomsandApparatusBays

8. PhysicalTraining Room

a. PhysicalTrainingRoom 400

1. Locateadjacentto lockerroomsI firefighter’s areas
2. Ceiling clearancefor weightlifting
3. Drinking fountain
4. Exerciseequipment(freeweightsandstationaryequipment)
5. Naturallight, operablewindows
6. Designfor town staffaccessanduse

9. CustodialServices

a. JanitorClosets One(1) @apparatus,One(1) @firefighter’s area 160

1. Oneper floor (minimum)
2. Floor sink
3. Janitorialsupply storage
4. Cart storage
5. Equipmentandcleaningsuppliesstorage



10. ComputerRoom

a. ComputerRoom 100

1. EnvironmentallycontrollednetworkedserverI patchpanellocation,rack
mounted

2. Fiberoptic link to municipal facilities I public safetyfacility
3. Accesscontrol to equipment
4. CCTV headendlocation
5. Telephonesystemheadendlocation
6. UPSandsurgesuppressionequipment

11. Mechanical

a.

b.

c.

d.

e.

1. Automatictransferswitch
2. Emergencypowerpanelboards

H

Boiler Room 300

1. Two boilers(mm)
2. Gas-fifedburners
3. Hot waterheater
4. Floor drains
5. Chimneybreaching

HVAC Equipment 500

1. Ductedsupplyandreturns
2. High efficiencyfilters
3. VAV boxes,DDC controls
4. Humidity control

EmergencyGenerator exteriorpadmounted

1. AutomaticTransferswitch
2. Dieselfifed generator
3. Muffler system
4. Day tank
5. Acousticcontrol
6. Sizedfor 100%of electric load,shedA/C load.

Electric Room 125

1. Main switchgearlocation
2. Panelboards
3. Adjacentto EmergencyElectricalRoom

Emer~encvElectricRoom 100
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f Fire SuppressionRoom 125

1. Fireanddomesticwaterentrancelocation
2. Firesuppressionsiameseconnectionfor fife departmentuse
3. Zone-valvedassemblywith backflow preventorandtamperswitches
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SPACENEEDS SUMMARY

SummarySheet SquareFt.
proposed

Public 810
ApparatusBays 5,850
WatchRoom 150
Shift Commander 275
EMT Office 350
Firefighter’sArea 1,575
BunkRooms 680
PhysicalTraining Room 400
CustodialServices 160
ComputerRoom 100
Mechanical 1,150

Total Net SquareFootage 11,500
Net to GrossFactor (1.10 @ apparatus bays) 585
Net to GrossFactor (1.35 @ all other areas) 1,915

ITotal Gross SquareFootageRequired 14,0001
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EXTERIOR CONSIDERAlYONS
a.

b.

c.

d.

C.

f.

g.

h.

1. Entirefacility handicapaccessible
2. Wheelchairaccessto public entry

cm In

GeneralPublic Parking

1. Totalnumberof spacesrequired= fifteen (15) spaces,minimum

Official Vehicle andStaffParking

1. Total numberof spacesrequired= twenty (20) space,minimum
2. Motorcycleparkingarea
3. Motorcycleparkingon concretepad

ApparatusApron

1. Unimpededaccessto Main Street(StateRoute27)
2. Traffic control device
3. Heatedpavementto preventiceI snowaccumulation(verify)

fl~gpoles

1. USA
2. state
3. Internalhalyard

Signs

1. Departmentidentificationsignage,streetnumberidentification
2. Locatedon building or atroadway
3. Conformsto localzoningregulations

Lighting

1. Lighting at all public areas
2. Lighting at all parkingareas
3. Illuminatedwalkwaysandapparatusapronareas
4. illuminatedentry locations
5. Lighting coordinatedwith CCTV locations

CCTV Cameras

1. Color, fixed i~ocuscamerasfor building securityandpropertysurveillance
2. Monitoring at all pointsofentry

Handicapaccessibility



1.

3.

k.

1.

m.

n.

0.

p.

q.

r.
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PlantMaterial

1. Minimize maintenance
2. Avoid creatinghidingplaces
3. Eliminatelargegroundcover

TrashStorage

1. No dumpsterlocationrequired
2. Interiorcontainmentof trashI refusefor routinepick-upby town

personnel

Snow Storage

1. Providesnowstoragecapacityon site I landscapedareas

Exterior HoseBibb Locations

1. Providevariedlocationsaroundbuilding
2. Car I Truck washlocations

CommunicationsAntenna

1. Building mountedantennasonly

EmergencyGenerator

1. Exterior,padmountedemergencygenerator
2. Weatherproof,acousticenclosure
3. Provideaccesslocationfor refuelingneeds

PerimeterFencing

1. Fencingat adjacentpropertylines to limit siteaccess
2. Control pointsof accessfrom adjacentplayfields

Septicsystemand leachfield

1. On-siteseptictankand leachingfield required
2. Conformsto Public HealthRequirements

Tight tankstoragecontainment

1. Underground,doublewall storageof wastewaterfrom floor drains
2. Convenientlocationfor pumpingon periodicbasis

TrainingTower

1. Siteconsiderationfor training tower
2. Apparatusaccess


